SAYBOLT LP Date: 28-May-04

400 Swenson Drive Job Ne: 13031-0401572

Kenilworth, New Jersey 07033

Sayhalt

A EOHE LARMRATOAIES COMPANY

{ LABORATORY CERTIFICATE OF ANALYSIS |

Client: Sprague Lab Reference No:  2004050222-01/05
Client Reference #: TBN Date Taken: 5/25/2004
Vessel: Shore Tank 6 After B-105 Discharge Date Testec: 5/25/2004
Terminal/Port: Sprague Rensselear, NY
Sample Designated As: No. 6 Fuei Oit
Drawn By: Saybelt inspector
Test Units Method Result
Gravity AP1 Upper @ 80 Deg. F. ASTM D- 4052 11.6
Middle 1.8
Lower 11.8
Suction 11.6
Running 118
Suifur, X-Ray Upper Weight % ASTM D4294 0.497
Middle 0.499
Lower 0.484
Suction 0.479
Running 0.481
Gravity AP @ 60 Deg. F. ASTM D- 4052 11.6
Sulfur, X-Ray Weight % ASTM D4294 0.481
Flash Point Deg. F. ASTM D-93 186
Pour Paint Deg. C/Deg. F ASTM D-97 -6/21
Viscosity, KIN CST @ 122 F. ¢St ASTM D-445 203.9
Viscosity, KIN SSF @ 122 F, Sec ASTM D-2181 96.2
Carbon Residue, Conradsen Weight % ASTM D-189 8.4
Ash Weight % ASTM D-482 0.073
B S & W {Water & Sediment} " Volume % ASTM D-1796 0.2
Water by Distallation Volume % ASTM D-85 0.4
Sediment by Extraction Weight % ASTM D-473 0.03
Nitrogen Weight % ASTM D-5762 0.30
Asphalienes Weight % IP-143 2.21
Sodium PPM SOL/DIL 13
Vanadium PPM SOL/DIL 4
Gross Heat Of Combustion BTU/Ib ASTM D-240 18306
Gross Heat Of Combustion BTU/gal ASTM D-240 150750
***£nd of Analysis™*
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iad above. Please also refer to ASTM D-3244 (except for analysis of RFG), iP-387 and
Y5 the utilization of test data to determine conformance with specifications.

Saybolt LP

FAST TO THE POINT.

information and professional judgments embodied in this report. This report
suer axpressly disciaims any further indemnity of any kind. This report is not &
erformance of any parly. Any person relying upon ihis report should be aware




